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SECTION SF 30 BLOCK 14 CONTINUATION PAGE
SUMMARY OF CHANGES

(End of Summary of Changes)

Thefollowing items ar e applicable to this modification:

SECTION 00100 - BIDDING SCHEDULE/INSTRUCTIONS TO BIDDERS
QUESTIONS & ANSWERS

Question Set #1

Q1) At section 01010 Paragraph 4.5 “POWER” it is said that “ ....Transformers shall be sized to
at a minimum of 120% of demand load. Transformers shall be fully enclosed, out- door rated,
dead-front type, complete from a single manufacturer....” and on Section 01015 Paragraph 9.4.1
“ Electrical Distribution System” it issaid that “ Transformerswill be provided by others....”

Could you please confirm that transformers are not part of this contract?

A1) Transformers are not part of this contract. They will be provided by others. Contractor is
required to provide loading requirements for transformer sizing.

Q2) At Section 01010 Paragraph 4.20 “ELECTRICAL” it is said that “ Electrical receptacles
shall be provided as indicated. Conductors and circuits shall be sized for the specific loads.
Primary voltage shall be that provided within existing prime power system. Secondary voltage
shall be 120/208 VAC, 60 hertz” Since equipment such as HVAC, fans, pumps, electrica
fixtures etc., which can be operated with 120/208 VAC, 60 hertz, are hard to find in this region,
could you please advise;

a) Isit a strict must that all receptacles, electrical fixtures, HVAC and other mechanical
equipment shall work with 120/208 VAC, 60 Hz?

b) Can contractors bid for generators capable of feeding entire facility with an alternative
voltage, for example 220V, 50 Hertz and install equipment working with this alternative
voltage?

c) Can contractors bid for equipment working with 220V / 50Hz and convert the base
secondary voltage to that value with help of frequency converters?

A2) No change in voltage requirements. 120/208 VAC, 60 hertz is the requirement.

Q3) At section 01010 Paragraph it is said that “....Please note that under no circumstances will a
holding tank sewage system be allowed, unless such system is the existing system” Could you
please advise;
a) What isthe existing system?
b) If the existing system is indeed a holding tank, are the contractors alowed to bid
for a holding tank sewage system?
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A3) Amendment isforthcoming to clarify requirements for sewerage treatment.

Q4) At section 01015 Paragraph 2.3.2.1 “Roads’ it is said that “ Paved roads are required within
the base camp area.” Could you please indicate an approximate length of the required roads?

A4) The length of paved roads will be determined until after the base camp area to be used has
been designated. An amendment is forthcoming that will address the issue of the base camp, or
designated life support area.

Q5) At the pricing schedule the requirements for optional billeting are listed as 80 person
building for options # 2 & 4 and 48 person building for options # 6 & 8. However the drawings
indicate Phase 2, named as options 2 thru 5, is composed of 4 ea 48 person billeting buildings.
Could you please confirm that the correct indication is the pricing schedule and contractors shall
bid accordingly?

A5) Amendment is forthcoming to clarify the required number of occupants and clear up the
discrepancy between bid schedule and drawing information.

Q6) At section 01015 Paragraph 3.12.8.2 it is stated that “ Floors in administration areas, living
guarters, corridors, and all rooms unless otherwise stated shall be 300 mm x 300 mm terrazzo
tile with thin set mortar....” Please note that this requirement will bring significant load,
especially containerized nature of the buildings are considered. Could you please advice PVC
floor cover can be replaced in lieu of terrazzo?

A6) No changein flooring finish requirements.

Q7) At section 01015 Paragraph 3.11.2 “Doors’ it is stated that “....Interior doors shall be
hollow metal doors with hollow metal frames....” We believe that this requirement unnecessarily
increases construction costs and wood interior doors will present Government a better value.
Could you please advice if the contractors are allowed to bid interior wood frames & doors in
lieu of metal?

A7) No changein door and frame material. Hollow metal doors and frames are the requirement
of this RFP.

Q8) At section 01015 Paragraph 6.4.4. “Thermal Insulation” the required R values for exterior
walls, ceilings and basement are listed as R 19 (~12cm thick extruded polystyrene), R38 (~25 cm
thick extruded polystyrene) and R 30 (~20cm thick extruded polystyrene) respectively. From our
past experience we believe that these requirements are unnecessarily high and will lead more
expensive proposals. Could you please advice if these requirements are strict must? If not could
you please set lower values for prospective bidders?

A8) No changein door and frame material. Hollow metal doors and frames are the requirement
of this RFP.
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Question Set #2
Q1) All Billeting Buildings are typical ?
A1) Thetypical size for completed living module is shown on drawing A-101.
Q2-) Totaly how many containers are 40 ft and how many are 20 ft?
A?2) The RFP provides the option to us 8 x 20, 8X 40, or a prefab modular building system. The
number of unitsis based on the size unit chosen by the Contractor to meet the requirements of
the RFP.
Q3) Give us some information about the Perimeter wall?
A3) Paragraph 4.7.1 provides the requirements or optional material typesto be used for

perimeter fencing or barrier. Drawings A-SP01 / A-SP02/ A-SPO3 show proposed location for
perimeter fencing.



W917PM-07-R-0067
0002
Page5of 5

Question Set #3

Q1) Whereisthe place of water tank at the site?

A1) Actual location for water tank will be established by Contractor and approved by AED
during the project design development stage.

Q2) Whereisthe place of sewage treatment at the site?

A2) Amendment is forthcoming to address the required sewerage system. Actual location
sewerage treatment system will be established by Contractor and approved by AED during the
project design devel opment stage.

Q3) Whereisthe place of electrical and mechanical rooms at your attached floor plans?
Because, you have stated at your spec.

A3) Actual location for Mechanical / Electrical roomswill be established by Contractor and
approved by AED during the project design development stage.



